Topping to be specified by contract drawings, furnished and installed by others, not Boccella Precast.

1" Clear

8" 10" or 12" Cellar Core Plank

3" Minimum Bearing

Standard Weld Plate @ 48" O.C. Alternate ends where plank has steel bearing both sides

1/4" @ 2"

Notes:

It is standard industry practice to only weld one end of a piece of Hollowcore Plank. Welding both ends of a Plank will result in volume change restriant forces that must be considered in the design of the connection. If weld plates must be used, Boccella Precast recommends welding alternate ends of the Plank, otherwise the Engineer of Record is to provide all forces for connection design.

June 2009